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Yellow cable warning tape
500mm wide

Granular fill (Cl. 804)

Ducts laid in concrete

Red cable warning tape
400mm wide

160mm diameter
electrical cable ducts

Granular fill (Cl. 804)

Yellow cable warning tape
500mm wide

Ducts laid in concrete

Red cable warning tape
400mm wide

160mm diameter
electrical cable ducts

Reinstate road surface in
consultation with Local Authority

125mm diameter
communication cable ducts

125mm diameter
communication cable ducts
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